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GENERAL NOTES

BACKFLOW PREVENTER SHALL BE TESTED FOR
PROPER OPERATION PER CITY OF SCOTTSDALE
REQUIREMENTS BY A CERTIFIED TESTER
RECOGNIZED BY THE CITY, BEFORE A TEMPORARY
CERTIFICATE OF OCCUPANCY IS ISSUED.

ADEQUATE CLEARANCE SHALL BE PROVIDED
AROUND FIRE RISER. DIMENSIONS FROM FACE
OF PIPE SHALL MEASURE A MINIMUM OF 12"
OFF THE BACK WALL, 18" ON EACH SIDE AND
36" CLEAR IN FRONT WITH A FULL HEIGHT
DOOR. THE FIRE LINE SHALL EXTEND A
MAXIMUM OF 3' INTO THE BUILDING FROM

INSIDE FACE OF WALL TO CENTER OF PIPE.
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